PART 1 - INTRODUCTION

1.1 PURPOSE

This section contains general design criteria for gypsum drywall.

PART 2 - GENERAL DESIGN REQUIREMENTS

2.1 SUMMARY

Yale School of Medicine

A. STEEL STUDS

1. General: Steel framing system.
2. Gauge: Minimum 20 gauge studs. (“dimpled” steel studs are acceptable alternative if installed in full conformance with manufacturer’s recommendations and of strength equivalent to 20 gauge conventional studs)

B. TYPES OF GYPSUM BOARD:

3. Thickness: 5/8" unless otherwise specified.

<table>
<thead>
<tr>
<th>Date</th>
<th>Description of Change</th>
<th>Pages / Sections Modified</th>
<th>ID</th>
</tr>
</thead>
<tbody>
<tr>
<td>12/12/23</td>
<td>Template update</td>
<td>-</td>
<td>Office of Facilities</td>
</tr>
</tbody>
</table>