1. CONDENSATE POD.
2. CONDENSATE POD.
3. DIRT TRAP.
4. WYE STRAINER SHALL HAVE 0.033 PER. MESH SCREEN.
5. TEST TEE.

GENERAL NOTES:
1. EQUIPMENT AND MATERIALS SHALL COMPLY WITH APPLICABLE UNIVERSITY STANDARDS.

PIPE SYMBOLS
- THREADED
- FLANGE
- SOLDERED
- WELDED
- WELDED/FLANGE

STEAM TRAP FOR LP BLDG SYSTEMS

SCALE: N.T.S.