1. Top of roof = Cast iron drip pan elbow
2. Roof vent to be two sizes larger than valve outlet (min. 2" thru roof)
3. S&P'd safety valve - ground joint
4. Flood safety valve - flange
5. Field route to drain - must be piped to hub or floor in separate line

GENERAL NOTES:
1. Pressure safety valve