09250  
**Gypsum Drywall**

This document provides design standards only, and is not intended for use, in whole or in part, as a specification. Do not copy this information verbatim in specifications or in notes on drawings. Refer questions and comments regarding the content and use of this document to the Yale University Project Manager.

### A. Summary

This section contains general design criteria for gypsum drywall.

**Yale School of Medicine**

**STEEL STUDS**

**General:** Steel framing system.

**Gauge:** Minimum 20 gauge studs.

(“dimpled” steel studs are acceptable alternative if installed in full conformance with manufacturer’s recommendations and of strength equivalent to 20 gauge conventional studs)

**TYPES 0F GYPSUM BOARD:**

**Thickness:** 5/8” unless otherwise specified.

**End of Section**